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PROPOSED CODE CHANGE (Check One) 

 Change to read as follows Add to read as follows  Delete and substitute as follows  Delete without substitution 

SECTION E3604 NON-UTILITY INSTALLED OVERHEAD SERVICE-DROP AND SERVICE CONDUCTORS INSTALLATION  
 
 

REASON AND FISCAL IMPACT 

The rules for services are different for service drops installed by electric utilities and electrical contractors.  The drawing below 
illustrates a little of the differences.  Clearances are another big difference.  An open wire service drop over a back yard is generally 
required to have 12 ½' of clearance while the IRC only requires 10' for the same service drop. 

 

 
 

REVIEW RECOMMENDATION 

Approve 

Disapprove 

Approve as amended 

Further Study 

 

 


